Summary Monitoring Log (Standard, Active) 3-25-2008

Water System: Jamestown Klallam, 7 Cedars Casino (105300108)
Type: NTNC Population Served: 1200

Regulated
Contaminant Period Last Sample Date * Next Sample Violations
Group {Months) Completed Due Date Recorded Comments
- _ . -1-2004-23-Microbial Samples per
[Microbial | 1]  3-18-2008 4-30-2008 [+-1-2004-23 Microbial Fonthp P
4-2005-23-Microbial
10-1-2005-23-Microbial
-1-2006-23-Microbial
1-2006-23-Microbial
1-2007-24-Microbial
I0C's 36 4-13-2006 12-31-2010
Nitrite/Nitrate 12 12-27-2007 12-31-2008 |1-1-2005-03-Nitrite/Nitrate-EOX [t well
SOC's 36 4-13-2006 12-31-2010
VOC's 36 4-13-2006 12-31-2010
Lead/Copper Tap 9-8-2006 v ITS CUS0 AL
4-13-2006=Copper Tap: xceedances
3.45MG/L /2006 & 9/2006 -
4-13-2006=Copper Tap: 3
S IGIL ) . CCT Triggered
4-13-2008=Copper Tap:
4.85MG/L
4-13-2006=Copper Tap:
3.27MG/L
9-8-2006=Copper Tap:
4.19MG/L
9-8-2006=Copper Tap:
4.14MG/L
9-8-2006=Copper Tap:
2.63MG/L
9-8-2006=Copper Tap:
6.01MG/L
9-8-2006=Copper Tap:
5.04MG/L
Radionuclides ' [Not Applicable
Arsenic [36]  4-13-2006 [ 12-31-2010
Radium 228 Not Applicable
TTHM Not Applicable
HAAS Not Applicable
Bromate 1 1-25-2008 [ 3-31-2008 Ozone Treatment
Vulnerability 1 6-6-2007 Data collection is
icomplete
Sanitary Survey 120 12-4-2007 12-31-2012 [7-1-2002-28- IHS D. Ausdemore
Consumer 12 1-3-2008 7-1-2008 Not Applicable
Confidence Report
Surface Water [Not Applicable
[Treatment Rule

Monitoring Waiver
in effect _
Comments [Bromate Sampling due to Ozone Treatment
Violation Code Description 3-Monitoring, Routine Major (TCR)

4-Monitoring, Routine Minor (TCR)
3-Monitoring, Regular
8-Sanitary Survey (TCR)

* |/ Compliance = NO ! MON less than or equal 30 day(s) past.

El MCL X MON or Past Due



